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RE IPP Plan Review RequestFemur Heath Strikes
Hath Care ac for More Information

OFFICES Dear Mr Anthony
Admnisirori Seriirez

ConmurarvHeakkNuming
After preliminary review of the contract agreements which IPP.%fethcol Examine submitted to this agency we have the following commentsae i/tea Laioroory

ç1 The state air quality approval order dated Decemberçl 1980 was based on emission rates calculated for four boilers
iü9 BTLJ/hr The contract states these\t boilers will now be 8.352 lO BTU/hr Ps result of this

change of boiler size modification to the air quality
approval order will need to bejie We have calculated
emission rates which result in/mission increases as follows
for the larger boilers

Emission Rate Per Boiler In Crams/Sec
24 Hour Period Annual Average

21.1

158.0

L2O/o xt
To obtain the modified approval order IPP must remodel the
emissions from the plant using the higher emission rates
emission increase and any new parameters resulting from the _____
modification such as increased stack flow rate or changes in _____
stack temperature The modeling must also include emissions
from sources which have been approved since the date of the
original approval order December 1980 David Prey of this
office should be contacted to obtain list of sources which
must now be included in the allowable emission background and
for other details regarding remodeling for the IPP project
Issuing modified permit must follow all the procedural stepsthat issuing new permit entails i.e evaluation of P50
increments thirty day pi.tillc comment period etc etc
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Section 4.7 of the Utah Air Conservation Regulations UACR
requires operation curtailment during breakdown/malfunction of
pollution control equipment to level commensurate with air
control capacity The contract calls for bypassing the
baghouse and SO2 scrubber in the event of excess temperatureat the baghouse inlet excessive pressure drcp in the baghouse
excessive pressure at the inlet to the baghouse and electrical
system failure Please submit to this office details of
operating procedures during all of the above events to allow us
to determine that compliance with Section 4.7 UPCR can be
achieved These procedure details will become part of themodified approval order

The contract calls for the SO2 scrubber to be designed
for operation under positive pressure In order to reduce
SO2 emissions from leaks in the scrubber shell and duct work
we normally consider negative pressur.e operation as B1\CT Ifthat design change can be made please do so If changing the
design would add excessive cost to the project the
Cost/benefit data should be included in revised BPiCT analysis

The original design was based on lime scrubber The
ontract now calls for limestone scrubber This change in
design may create change in the materials handling systems
and fugitive dust controls and fugitive dust emission rates
If emissions will change as result of the design change the
new emissions estimates will need to be included in the
modeling Design specifications must be submitted to this
office for review hagsintheqjantjty of sludge for
disposal will also affect the gtI lye dust created

lnciuein the analysis

Page 2A-l7 of the baghouse contract states the filter is
not required to meet performance speclfjcatis at maximum
flow State and federal regulations apply at all flow rates
Please clarify the intent of the statement on page 2A-17

r- In order to avoid any disputes over compliance testing weoffer the following comments

Detailed plans showing location of compliance emission
monitors CEMs must be submitted for review air approval of
the plans can be granted at later date than the approval for
the boiler and baghouse/scruber design changes The amended
baghouse/scrubber approval would in that case have cordition
such that the compliance test ports and opacity CEM location
were to be identified later in the stack at an elevation
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approximately eight flue diameters above the breaching NSPS
regulations allow particulate testing upstream of the SO2
scrubber However please be aware that this is not normally
acceptable to the state

The filter contract states that for purposes of the

performance guarantee flow measurement will be the average of
stoichiometric calculations and measured values EPIV Methods

or 17 use only the measured value of flow rate For
compliance demonstration tests EPA Methods or 17 must be
adhered to

Any particulates carried through the scrubber mist
eliminator into the stack and captured in the sampling train
are included in the compliance demonstration for particulate
mass emission rate This is true regardless of the source of
the particulate i.e fly ash or desolved or suspended solids
in the scrubber water regardless of the source of that water

During the performance tests soot blowing of boiler
and economizer and stack gas reheat tubes must be
representative of normal operation

As you are aware see our letter dated December 10 1981
post construction ambient air monitoring is required for this
project The monitoring must begin with commercial start up of
the first boiler Monitoring up to year is required after
each major piase of construction is completed i.e after the
first two boilers and then again after the next two boilers are
on line detailed monitoring plan must be approved by this
office prior to any monitoring being done As with the issue
on the sample port locations the monitoring plan can be
approved at later date than the baghouse/scrubber approval

Please be aware of Section 3.1.5 UACR see enclosure If
IPP decides to build only two units at this time the modified
order we are considering covering the last two units would have
to be reevaluated if and when the decision to proceed on those
units was made This reevaluation remodeling etc would
have to consider any new pollution sources in the area and any
new control technology developed up to that time
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The questions and statements in this letter were generatedafter preliminary review of the three contracts boilerbaghouse scrubber submitted to this office More detailedquestions may be asked as more thorough review proceedsPlease contact David Kopta 5336108 if you have any questions

Sincerely

Brent Brac

Director
Bureau of Pir Quality

DK/ads

cc Central Utah Dist Health Dept
EPI Region VIII CD Kircher
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